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TEST REPORT

TESTiING NO. KTAZZ

Report No. SGS-R25-1345-EN00O
Order No. DTRC2506001162EN
Applicant WISE Control Inc.
2022, Deogyeong-daero, Giheung-gu, Yongin-si, Gyeonggi-do, 17097,
Address )
Republic of KOREA
Product UHP Pressure Transmitter
Model UPT860

Date of Test

June 9, 2025. ~ June 11, 2025.

. H Permanent testing Lab. [ ] On Site Testing
Location of Test
(Address : 20, Dongtansandan 10-gil and 12, Dongtansandan 10-gil, Hwaseong-si, Gyeanggi-do, Republic of Korea)
IEC60529:1989+A1:1999+A2:2013

Degrees of protection provided by enclosures (IP65)

Standard / Method

Test Result Refer to page 7, 10

Use of Report For Quality Control

This is certified that the above mentioned products have been tested for the sample provided by client.

This report is accredited by KOLAS according to KS Q ISO/IEC 17025.

Tested by Technical Manager

Name : Kim, Hyeon-ju @ m

Affirmation . .
Name : Kim, Hak-ju

% The above test certificate is the accredited test results by Korea Laboratory Accreditation Scheme, which signed
the ILAC-MRA.
% The authenticity of the test report can be confirmed on the SGS website. (http://e-checking.kr.sgs.com/reliability/)

June 16, 2025.
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Accredited by KOLAS, de}; blic of KOREA

This document is issued by the Company subject to its General Conditions of Service printed overleaf, available on request or accessible at www.sgs.com/terms_and_conditions.htm. Attention is drawn to
the limitation of liability, indemnification and jurisdiction issues defined therein. Any holder of this document is advised that information contained hereon reflects the Company’s findings at the time of its
intervention only and within the limits of Client's instructions, if any. The Company’s sole responsibility is to its Client and this document does not exonerate parties to a transaction from exercising all their
rights and obligations under the transaction documents. This document cannot be reproduced except in full, without prior written approval of the Company. Any unauthorized alteration, forgery or falsification
of the content or appearance of this document is unlawful and offenders may be prosecuted to the fullest extent of the law. Unless otherwise stated the results shown in this test report refer only to the
sample(s) tested and such sample(s) are retained for 90 days only.
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